Abstract. The pseudo-dynamic test was conducted on the turbine-generator spring vibration isolation foundation to study the spring deformation under action of horizontal earthquake. The test model is 1:8 according to the similarity relation conversion. By experimental results, the story drift of spring vibration vibrating foundation is under the limit value provided in Code for seismic design of buildings. With the existing of spring vibration isolation, the foundation has good performance in the horizontal earthquake. The displacements of columns are no longer equal because of the spring vibration isolation. The earthquake force is redistributed to the columns so that each one can fully play its role.
Introduction
In the power plant, the turbine-generator set is playing an impotent role. The improvement of technical innovation will bring the design challenges of the turbine frame foundation. Shao [1] first studied a 1:10 model of the spring vibration isolation turbine-generator foundation in China. The pseudo-dynamic test was conducted on 1:8 model of 1251MW turbine-generator foundation, the character of earthquake response is studied [2] . Dynamic characteristic tests were conducted on turbine-generator foundation [3, 4] . Recently, some studies were on the turbine-generator foundation [5, 6] . For a turbine-generator foundation, the spring isolation is the core equipment; the spring deformation is needed to study for the turbine-generator foundation.
Based on the turbine spring vibration isolation foundation pseudo dynamic seismic test to study the spring deformation under action of horizontal earthquake, the seismic performance evaluation, put forward reasonable suggestions on the basis of structural design.
Test Conditions
Model Fabricating and Measurement. Based on pseudo-dynamic test [7, 8] , the spring deformation of spring vibration isolation turbine-generator foundation is studied under action of horizontal earthquake. The model [9, 10] of turbine-generator foundation scaled 1:8 and the concrete which grade is C40 and the ratio of reinforcement are same as prototype. The horizontal load is applied by the hydraulic actuator. Test loading system is shown in Fig. 1 . The high precision displacement sensors (LVDT) were layout on the structure model to control the displacement of the pseudo dynamic test and measurement plate displacement. All columns and joints between column and platform were layout the displacement measuring points. The base plate is also arranged to measure the displacement in order to monitor it. Arrangement and number of measuring points are shown in Fig. 1 . The completion of the test model is shown in Fig. 2 . Table 1 lists the maximum story drifts of each position. "Code for seismic design of buildings" (GB50011-2010) provides that the elastic limit value of story drifts of reinforced concrete frame is [1/550] when frequently earthquake, and the value is [1/50] when rarely earthquake. So the deformation capacity of spring vibration isolation foundation is in line with China's current seismic design code requirements in the case of frequently and rarely earthquake. Middle platform story drift is less than that of floor displacement, indicating the structural layer displacement concentrates in the middle platform, also is the isolator between the top and the spring plate, spring deformation accounted for a larger proportion of the overall structure deformation. The spring vibration isolation foundation will increase the interlayer displacement angle of the intermediate platform, but the displacement response can be effectively controlled within the allowable range of the specification. Spring Deformation. The stiffness parameters of the spring vibration isolator used in this experiment are shown in Table 2 . The pillars of the horizontal stiffness and stiffness of spring vibration isolator is an average of 2.30 by calculation, except between the low pressure cylinder without intermediate platform column (Z4), the level of the foundation stiffness of isolator stiffness is smaller than the column level. Table 3 gives the maximum deformation displacement of columns and spring under horizontal earthquake; top displacement is less than the platen displacement. From the displacement of 8 columns of each column and the corresponding spring stiffness are different, so the top displacement is different, basically in accordance with the column stiffness is inversely proportional to the distribution. Rigid foundation, plate and column overall casting, is rigid, all have the same displacement at the top of the column, the column stiffness under the maximum internal forces, the most easily damaged. After the foundation of the spring vibration isolator, separation plate and column, is a flexible foundation, displacement of each column is different, just post small displacement of columns, column top displacement stiffness big small, spring makes each column between the earthquake undertakes to redistribute, make the pillars of force uniform, each column can give full play to the role of. 
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Conclusions
In this paper, the pseudo-dynamic test of the vibration isolation foundation of the turbine-generator of power plant under 7 degree earthquakes is conducted to study the spring deformation of the foundation under the horizontal earthquake. Under the action of rarely earthquakes, the displacement between different layers of the foundation is less than the limit of elastic-plastic inter-story displacement. The deformation capacity of the structure accords with the requirements of current seismic design standard in China. Under the action of horizontal rarely earthquakes, the effect of spring vibration isolator is obvious. The deformation of the spring accounts for a large proportion of the whole displacement of the structure. The displacement of the top of each foundation is no longer equal, the horizontal seismic force of each column is redistributed, and the column can be more fully play a role.
